SOUTH EAS’[“ERN

LOUWESIANAL UNIVERSITY

ADDENDUM NO. 2, DATED 5/27/2010

RE: Invitation To Bid To Furnish And Deliver 205 Kw Generator W/600
Amp ATS, Remote Annunciator, Etc. For The Southeastern Physical
Plant Department

BID OPENING DATE/TIME: June 3, 2010, 2:00 P.M., Central Time
Dear Bidder,

The following make/model generators have been approved by Physical
Plant Assistant Director, Chris Asprion, as per Specifications /
Section 1.0 / Item 1.0.2 as approved substitutes:

1. NPower GFBB EPA SI NSPS
2. Baldor IGLC280-2N

The following submittals were rejected as an equivalent substitution:

1. Baldor IGLC2102N
2. Onsite Energy diesel generator

Only the approved make/model generators listed above shall be
considered with the make/model generator system listed in the
solicitation.

Bidder should reference the addendum in the appropriate blank on the Bid
Response Form to acknowledge receipt of the addendum. In the event the
bidder has already returned a bid response, then the bidder should return by
fax or mail this addendum to acknowledge receipt thereof.

Sincerely,

Ed Gautier

Ed Gautier
Director of Purchasing

cc: Chris Asprion
File
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